Facility Summary in Roosevelt County in the City of Bainville

Location: THE WELCOME STOP
209 N Clinton St
Bainville, MT 59212 Roosevelt

System Facility 1D:43-13761

Facility Code: 27568

Last Inspected On: 03/24/2022

Operating Permit Renewal Date: 07/27/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Welcome Stop Retail LLC Scottsdale 4807171776
Operator Contact: John Gilligan;Melissa Bonebrake
Owner/Operator: Welcome Stop Retail LLC Scottsdale
John Gilligan, UST Class A Operator
John Gilligan, UST Class B Global Operator
John Gilligan, UST Class B Operator
Melissa Bonebrake, UST Class A Operator
Melissa Bonebrake, UST Class B Operator
Rachelle Ryder, UST Class B Operator
TankCode  s3 ...~ Tank Installed .o o N B I Fiberglass |~ 00
Tank Age 25 Date 12/01/1997 Tank Material Unknown Piping Material Reinforced Plastic Overfill Types
Tag Number 3387 Spill Test Date Piping Installed — q,7/5911 VELTLS iz Double Walled  AST Yes
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date Test Date 07/23/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . . Continuous
) Tank/Piping CP Primary Tank Primary Pipe "
Product Diesel PLLD Test Date Test Date Leak Detection Detection Inter;tltl_al Vapor Recovery No
Monitoring
- Line Tightness Secondary Tank Secondary Pipe
| e . TestDate Leak Detection Detection etz ] .
. Franklin Fueling
Overfill Test Date ATG Type Systems/TS-LLD
Tank Code S4 Tank Installed . - . Fiberglass .
Tank Age 25 Date 12/01/1997 Tank Material Unknown Piping Material Reinforced Plastic Overfill Types
Tag Number 3388 Spill Test Date Piing, sz 09/07/2011 e n PlIDE Double Walled AST Yes
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - !
Tank Status Use MLLD Test Date Test Date 07/23/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . " Continuous
. Tank/Piping CP Primary Tank Primary Pipe P
Product Gasoline PLLD Test Date Test Date L eak Detection Detection m:)er:;gtrliﬁlg Vapor Recovery No
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Line Tightness Secondary Tank Secondary Pipe
Test Date Leak Detection Detection

. Franklin Fueling
Overfill Test Date ATG Type Systems/TS-LLD

Facility Summary in Roosevelt County in the City of Brockton

Location: B AND S QUICK STOP
US HIGHWAY 2 AND 7TH STREET
Brockton, MT 59213 Roosevelt

Facility Code: 27417
Last Inspected On: 11/18/2020

System Facility 1D:43-02099 Operating Permit Renewal Date: 03/13/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Milo Stangeland;Stacy Stangeland 4067863229
Operator Contact: lan Drum 4067867483
Owner/Operator: Milo Stangeland
Owner/Operator: Stacy Stangeland
lan Drum, UST Class A Operator
lan Drum, UST Class B Operator
EEkeadE N os | TankAge 2 Tankinstalled 0511005 TankMatersl  SteelClad  PipingMaterial  FS9%5S louerilTypes  Fiappervahe
Tag Number 1828 Spill Test Date giapiieng st lze -(I;?)?wkstruction Double-Walled Eic?lig?ruction None AST No
Tank Status Sg;rently in MLLD Test Date _Srg;\:pD;tightness _(I;;'t;ésgrlgphic =i Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Product Gasoline PLLD Test Date i:gtkg;?;ng @r Eé?(al:r))étzac?il(()n Mgzi{ﬁ:ilnnéerstitial ngg{%sipe Vapor Recovery No
Capacity 7000 ATG Test Date 'II_'Ienset 'Ilsigtt;tness Egglc() %de?re)éggﬂk gzgg;?oa;y e Energy Act No
””””””””””””””” Overfill TestDate ~ ATGType
LSSt 07 Tank Age 27 EZ?: i fe 06/12/1995 Tank Material Steel Clad Piping Material Eigi?];glrizz Plastic Overfill Types Flapper Valve
Tag Number 1829 Spill Test Date giapiieng st lze -(I;?)?wkstruction Double-Walled Eic?lig?ruction None AST No
Tank Status Sggrently in MLLD Test Date _Srggs%';ghtness .?;:)nggphic i Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Product  casoine  PLLDTestDate | TakPipngcP TN onc ol BITGPICCI | VaporRecovery No
Capacity 5000 ATG Test Date .Il‘.glset 'lgiagljtr;tness E:glg rlgdeat‘g:t-li-ggk gzgg crl?oar:y g Energy Act No

Overfill Test Date
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Facility Summary in Roosevelt County in the City of Brockton

Location: CENEX HARVEST STATES BROCKTON ELEVATOR
600 S Tracks Rd
Brockton, MT 59213-0000 Roosevelt

Facility Code: 27567
Last Inspected On: 06/16/2021

System Facility 1D:43-13651 Operating Permit Renewal Date: 10/02/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Brockton 4067863221

Operator Contact: David Corbin;Ron Shanks;Shari Cameron

Owner/Operator: CHS Brockton

David Corbin, UST Class A Operator
David Corbin, UST Class B Operator
Ron Shanks, UST Class A Operator
Ron Shanks, UST Class B Operator

Shari Cameron, UST Class A Operator

Shari Cameron, UST Class B Operator
B | TankAge | I Tankinstalled 0101105 [rankMaterial | SOy lopingvateial  NoPping  Overfil Types Fiappervahe
Tag Number 4317 Spill Test Date Eiaﬁie”g Installed — 5/15/5613 E";':]‘;truction Eg’ri]';?ruction None AST No
Tank Status Sggrently in MLLD Test Date _Sr:;?%;'tightness 10/09/2012 _(I_Z;It)aes;rlgphic = Not Required Piping Type Not Listed CP Met Types Galvanic
| ke o 1% leaDecsion aamgoz  Deeston | ey (.
Capacity 20000 ATG Test Date 'I|_'|;Set 'I;igtt;tness Egglc() %de?re)éggﬂk gzgg;?oa;y e Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
eIl (Gl 02 Tank Age 39 BZ?: Lzl 01/01/1983 Tank Material IE’:?()ttheocC:iecda”S);eel Piping Material No Piping Overfill Types Flapper Valve
Tag Number 4318 Spill Test Date gi;ti;g Tz 08/13/2013 -(I;ac‘)r:lkstruction Eic?rilg?ruction None AST No
Tank Status Sggently in MLLD Test Date _Srgg%gghtness 10/09/2012 _(I;;Itaaes:t%r.gphic LI Not Required Piping Type Not Listed CP Met Types Galvanic
(B Gasolne  PLLDTestDate | TaOPPNG P oggpoy  PimavTak o AvomatoTak  Bimayppe | — .
Capacity 10000 ATG Test Date 'II_'Ier]set 'l;ia?tr;tness f:;l(() %de?;%t}-ggk ggggcrl?oar:y FiE Energy Act No
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Installed . Cathodically . . .
Tank Age 23 Date 08/01/1999 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| e | Date OO comstuetion Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date 10/09/2012 Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R plesel ] - . TestDate COMOE021  LeakDetection  Gaugng02  Defection | | .
5 Line Tightness Secondary Tank Secondary Pipe
| e D | TestDate Leak Detection Detection .
Gilbarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 04 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 23 Date 08/01/1999 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4320 Spill Test Date Date 08/13/2013 - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A ) .
Tank Status Use MLLD Test Date Test Date 10/09/2012 Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 06/16/2021 Ler Daicsiom Gauging 0.2 Detection Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date Leak Detection Detection Energy Act No

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Roosevelt County in the City of Culbertson

Overfill Test Date ATG Type

Location: MILLER OIL
2006 US Hwy 2
Culbertson, MT 59218 Roosevelt

Facility Code: 30916
Last Inspected On: 04/16/2021

System Facility 1D:60-15191 Operating Permit Renewal Date: 07/18/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Gordon Miller

Operator Contact: Kevin Miller;Matthew Miller 4067657730

Owner/Operator: Gordon Miller
Kevin Miller, UST Class A Operator
Kevin Miller, UST Class B Operator
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Matthew Miller, UST Class A Operator
Matthew Miller, UST Class B Global Operator

VS ERe st Tank Age 11 E:?g Ttz 09/01/2011 Tank Material Unknown Piping Material Fiberglass Overfill Types
””””””””””””””” o oo Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 5345 Spill Test Date Date Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date Test Date 09/27/2011 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date 11/17/2020 Test Date Leak Detection Detection ELLD 0.2 Vapor Recovery No
; n ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 15000 ATG Test Date Test Date 09/25/2020 Leak Detection Detection Inter;tltl_al Energy Act Yes
Monitoring
Overfill Test Date ATG Type
Tank Code S2 Tank Age 11 E";‘: Tnsilze 09/01/2011 Tank Material Unknown Piping Material Fiberglass Overfill Types
””””””””””””””” o .o Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 5346 Spill Test Date Date - S o Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Electronic Line A .
Tank Status Use MLLD Test Date Test Date 09/27/2011 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date 11/17/2020 Test Date Leak Detection Detection ELLD 0.2 Vapor Recovery No
. . : Continuous
. Line Tightness Secondary Tank Secondary Pipe -
Capacity 15000 ATG Test Date Test Date 09/20/2020 Leak Detection Detection :\r/}genrigtrzﬁg Energy Act Yes

Overfill Test Date

ATG Type

Facility Summary in Roosevelt County in the City of Culbertson

Location: MISSOURI RIVER LOGISTICS
515 6th StE
Culbertson, MT 59218-9301 Roosevelt

Facility Code: 27434
Last Inspected On: 11/20/2019

System Facility 1D:43-03015 Operating Permit Renewal Date: 11/20/2022

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Missouri River Logistics Frederick

Operator Contact:

Owner/Operator: Missouri River Logistics Frederick

Tank Code 01 Tank Age 44 Tank Installed 05/05/1978 Cathodically

Date Protected Steel Steel

Tank Material Piping Material Overfill Types Flapper Valve
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Interior/Impressed
Current

Temporarily Impressed
Out of Use Current

Cathodically
05/05/1978 Protected Steel

Interior/Impressed

Temporarily Impressed
Out of Use Current

Cathodically
05/05/1978 Protected Steel

Interior/Impressed

Temporarily Impressed
Out of Use Current

Cathodically
05/05/1978 Protected Steel

Interior/Impressed

Temporarily Impressed
Out of Use Current
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Facility Summary in Roosevelt County in the City of Culbertson

Location: OELKERS SERVICE CENTER
4 6th StE
Culbertson, MT 59218-0272 Roosevelt

Facility Code: 27384
Last Inspected On: 06/02/2020

System Facility 1D:43-00030 Operating Permit Renewal Date: 10/18/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Oelkers Inc

Operator Contact: Ronald K Oelkers 4067875315
Owner/Operator: Oelkers Inc
Gordon Oelkers, UST Class B Operator
Ronald K Oelkers, UST Class A Operator
Ronald K Oelkers, UST Class B Operator
Tank Code | oo ] Tank Installed ool oo . ... B I Fiberglass |~ I o
Tank Age 69 Date 01/10/1953 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1774 Spill Test Date Date 05/21/2015 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/08/2018 Leel DeEsim Gauging 0.2 BT Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Cepaey 3000 AV TESE DENE Test Date Leak Detection Detection S o ect No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed 5 fef : Fiberglass g .
Tank Age 69 Date 01/10/1953 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
" Piping Installed Tank Piping
Tag Number 1775 Spill Test Date Date 05/21/2015 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . _ . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 05/08/2018 Leak Detection Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
iy 3000 AT Test DRl Test Date Leak Detection Detection By e No

Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC
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Tank Code 03 Tank Installed . A ; Fiberglass g h
Tank Age 69 Date 01/10/1953 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1776 Spill Test Date Date 05/21/2015 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I pesel ] . | TestDate COl0Bf20%%  LeakDetection  Gauging02  Defeetion | .
; Line Tightness Secondary Tank Secondary Pipe
Capacity 3000 ATG Test Date Tost Dé’te et A St/ p Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””””” Gibarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 04 Tank Installed . - . Fiberglass . .
Tank Age 69 Date 01/10/1953 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
T . Piping Installed Tank Piping
ag Number 1777 Spill Test Date Date 05/21/2015 - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - ) Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/08/2018 Ler Daicsiom Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date Test Da?te Leak Dete)étion Detectiony p Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Roosevelt County in the City of Culbertson
Location: TRIPLE M SINCLAIR Facility Code: 27512
3 6th StwW Last Inspected On: 03/08/2022
Culbertson, MT 59218 Roosevelt System Facility 1D:43-07758 Operating Permit Renewal Date: 05/12/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Miller Oil Co Inc Culbertson

Operator Contact: Kevin Miller;Matthew Miller 4067657730

Owner/Operator: Miller Oil Co Inc Culbertson

Kevin Miller, UST Class A Operator
Kevin Miller, UST Class B Operator
Matthew Miller, UST Class A Operator

Tank Code 01 Tank Installed Cathodically
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07/01/1985 Protected Steel Flexible Plastic Flapper Valve

Electronic Line
Leak Detector

) Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder Root/

Cathodically

07/01/1985

S A Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank

Continuous

Interstitial No

Report Created: 11/1/2022

06/07/2022

07/01/1985

Gauging 0.2

Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder Root/

Cathodically
Protected Steel

Flexible Plastic

Electronic Line
Leak Detector

) Continuous
Automatic Tank Interstitial

Gauging 0.2 Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder Root/
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Facility Summary in Roosevelt County in the City of Culbertson

Location: VAL AM STOP AND GO LLC Facility Code: 27412
110 6th StW Last Inspected On: 11/17/2020
Culbertson, MT 59218 Roosevelt System Facility 1D:43-01991 Operating Permit Renewal Date: 02/11/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Shanonne Oelkers;VAL AM STOP AND GO LLC 4067876327,7028021289
CULBERTSON
Operator Contact: Shanonne Oelkers 7028021289

Owner/Operator: Shanonne Oelkers
Owner/Operator: VAL AM STOP AND GO LLC CULBERTSON

Alisha Maiolo, UST Class B Operator
Austin Oelkers, UST Class B Operator
Shanonne Oelkers, UST Class A Operator
Shanonne Oelkers, UST Class B Operator

LSSt 05 Tank Age 32 EZ?: i fe 07/01/1990 Tank Material Steel Clad Piping Material Eigi?];glrizz Plastic Overfill Types Flapper Valve
Tag Number 3517 Spill Test Date giapiieng st lze -(I;%?wkstruction Double-Walled Eic?lig?ruction None AST No

Tank Status Sggently in MLLD Test Date _Srg;\:;)D;ightness _(I;?'t;ésgrlgphic =i Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Product Gasoline PLLD Test Date iggtk g’ei‘?éng G Eé?(al:r))étzac?il(()n Mgzi{ﬁ:ilnnéerstitial Bgtrg gtri)(/) rI]Dipe Vapor Recovery No

Capacity 6000 ATG Test Date 'I|_'|;Set 'I;igtt;tness Egglc() %de?re)éggﬂk gzgg;?oa;y e Energy Act No
”””””””””””””” Overfill TestDate ~ ATGType
LSSt 06 Tank Age 32 EZ?: i fe 07/01/1990 Tank Material Steel Clad Piping Material Eigi?];glrizz Plastic Overfill Types Flapper Valve
Tag Number 3518 Spill Test Date giapiieng st lze -(I;%?wkstruction Double-Walled Eic?lig?ruction None AST No

Tank Status Szgrently in MLLD Test Date _Srggs%';ghtness _(E;:)Zs:t;gphic i Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Product  Diesel  PLLDTestbate | TakPipngcP TN onc ol BITGPICCI | VaporRecovery No
Capacity 6000 ATG Test Date .Il‘.glset 'lgiagljtr;tness E:glg %de?;};ggzk gzgg crl?oar:y g Energy Act No
”””””””””””””” Overfill Testbate ~ ATGType
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Facility Summary in Roosevelt County in the City of Froid

Location: AGLAND COOP FROID
105 2nd Ave N
Froid, MT 59226 Roosevelt

Facility Code: 27462
Last Inspected On: 06/18/2021

System Facility 1D:43-04415 Operating Permit Renewal Date: 10/21/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Agland Coop Wolf Point

Operator Contact: Jeremy Breuer 4067662463
Owner/Operator: Agland Coop Wolf Point
Dan Kjelshus, UST Class B Operator
Danny Mogen, UST Class B Operator
Jeremy Breuer, UST Class A Operator
Jeremy Breuer, UST Class B Operator
Tank Code | 06 ] Tank Installed oo N Cathodically | I Fiberglass |~ .
Tank Age 32 Date 10/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 958 Spill Test Date Date ConeiEien SonSTEiem AST No
Currently in Sump Tightness Catastrophic L.D . - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 11/01/2019 Lerk Daicsiiom Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e - .. TestDate Leak Detection Detection .
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 07 Tank Installed ; Cathodically fef : g
Tank Age 32 Date 10/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
" Piping Installed Tank Piping
| . R | Date Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Coire IR | TestDate HOUZOL9  LeakDetection Gauging02  Defection | .
- Line Tightness Secondary Tank Secondary Pipe
Ceppeeiy 8000 AVS e DRI Test Date Leak Detection Detection SR No

Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC
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Tank Code 08 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 32 Date 10/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 960 Spill Test Date el iz g%’:]kstru stion UL I None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Product Gasoline PLLD Test Date iggtkg’ ;?;ng €r 11/01/2019 E;g?(al%tzac':ilgn é:fé?ﬁ;%gank [P)Z'[ne]gtri)ér'\) Ipe Vapor Recovery No
PN @@ . 0 | Line Tightness Secondary Tank Secondary Pipe oo
Capacity 4000 ATG Test Date Tost Dé’te et A St/ p Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””””” Gibarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed - Cathodically - . Fiberglass .
Tank Age 32 Date 10/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 961 Spill Test Date E';t':g i lze -(I;?)T(struction Elg)r:';?ruction None AST No
Currently in Sump Tightness Catastrophic L.D . - ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 11/01/2019 Ler Daicsiom Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Da?te Leak Dete)::tion Detectiony p Energy Act No
””””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Roosevelt County in the City of Poplar
Location: AGLAND COOP POPLAR Facility Code: 27543
211 FStW Last Inspected On: 06/16/2021
Poplar, MT 59255 Roosevelt System Facility 1D:43-10278 Operating Permit Renewal Date: 06/16/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Agland Coop Wolf Point

Operator Contact: David Parsley;Gary Sadler;Steven Long 4066531510;4067687255

Owner/Operator: Agland Coop Wolf Point

Allen Richard, UST Class B Global Operator
Allen Richard, UST Class B Operator
David Parsley, UST Class A Operator
David Parsley, UST Class B Operator
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Gary Sadler, UST Class A Operator
Gary Sadler, UST Class B Operator
Michael Pallvoda, UST Class B Operator
Steven Long, UST Class A Operator
Steven Long, UST Class B Operator

Report Created: 11/1/2022

10/27/1984

10/27/1984

03/21/2007

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2
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Franklin Fueling
Systems/TS-
LLD;Gilbarco-

Veeder Root/TLS-
350/Gilbarco EMC

Cathodically Fiberglass
Protected Steel Reinforced Plastic

06/01/1994

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Cathodically Fiberglass
Protected Steel Reinforced Plastic

06/01/1994

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Cathodically Fiberglass
Protected Steel Reinforced Plastic

06/01/1994

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

03/21/2007 No
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Franklin Fueling
Systems/TS-
Overfill Test Date ATG Type LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Facility Summary in Roosevelt County in the City of Poplar

Location: FORT PECK DETENTION CENTER Facility Code: 30927
6256 Buffalo Dr Last Inspected On: 01/13/2021
Poplar, MT 59255 Roosevelt System Facility 1D:60-15207 Operating Permit Renewal Date: 11/30/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Assiniboine and Sioux Tribes Poplar 4067682389

Operator Contact: David Lezard

Owner/Operator: Assiniboine and Sioux Tribes Poplar

David Lezard, UST Class A Operator
David Lezard, UST Class B Global Operator

Tank Code 01 . Flapper
Tank Age 9 Tank Installed — q/)1 /5013 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
”””””””””””””” o . Pipinglstalled ., o0 Tank oo Piping Lo o
Tag Number 5419 Spill Test Date Date 05/02/2013 ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 11/19/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous n 7 Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G EQ;T(algsétzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
q Line Tightness Secondary Tank Secondary Pipe
Capacity 3000 ATG Test Date Test De?te Leak Dete)::tion Detectiony P Energy Act Yes
””””””””””””””” oo GibaccoVeeder
Overfill Test Date ATG Type ROOHTLS-300
Facility Summary in Roosevelt County in the City of Wolf Point
Location: AGLAND COOP EAST Facility Code: 27544
300 US Hwy 2 Last Inspected On: 06/16/2021
Wolf Point, MT 59201 Roosevelt System Facility 1D:43-10279 Operating Permit Renewal Date: 06/16/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Agland Coop Wolf Point

Operator Contact: David Parsley;Monica Turnburke;Nancy Sietsema 4066531510
Owner/Operator: Agland Coop Wolf Point
Allen Richard, UST Class B Global Operator
Allen Richard, UST Class B Operator
Bruce Unger, UST Class B Operator
David Parsley, UST Class A Operator
David Parsley, UST Class B Operator
Michael Pallvoda, UST Class B Operator
Monica Turnburke, UST Class A Operator
Monica Turnburke, UST Class B Global Operator
Nancy Sietsema, UST Class A Operator
Nancy Sietsema, UST Class B Operator
Steven Long, UST Class B Operator
Weston Smith, UST Class B Global Operator
Tank Code 0 Tank Installed oo oo N Cathodically | I Fiberglass |~ - e
Tank Age 26 Date 08/01/1996 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1000 Spill Test Date 09/02/2022 Date 09/23/2011 - S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
- . ) - 7 Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe P
Product Gasoline PLLD Test Date Test Date 03/13/2020 Leak Detection Gauging 0.2 Detection :Gter_stltl_al Vapor Recovery No
onitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 30000 ATG Test Date Test Date 09/01/2009 Leak Detection Detection ELLD 0.2 Energy Act No
Veeder Root/8590
Overfill Test Date  09/01/2022 ATG Type Series
DPLLD;Veeder
Root/TLS-450
Tank Code 11 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 26 Date 08/01/1996 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1001 Spill Test Date 09/02/2022 Date 09/23/2011 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
L . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date Test Date 03/13/2020 Leak Detection Gauging 0.2 Detection :\%er:ist(t)ltrlienllg Vapor Recovery No

Report Created: 11/1/2022
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Veeder Root/8590

Series
DPLLD;Veeder
Root/TLS-450

Cathodically Fiberglass
Protected Steel Reinforced Plastic

08/01/1996

Flapper Valve

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Cathodically Fiberglass
Protected Steel Reinforced Plastic Flapper Valve

08/01/1996

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
RoOt/TLS-450

Cathodically Fiberglass
Protected Steel Reinforced Plastic Flapper Valve

08/01/1996

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

09/01/2009 ELLD 0.2 No
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Overfill Test Date 09/01/2022

ATG Type

Veeder Root/8590
Series

DPLLD;Veeder
Root/TLS-450
Tank Code 15 Tank Installed - Cathodically - . Fiberglass .
Tank Age 26 Date 08/01/1996 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1005 Spill Test Date 09/02/2022 Date 09/23/2011 - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
L . ) . . Continuous
Product Diesel PLLD Test Date Vel el € 03/13/2020 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitori
onitoring
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 09/01/2009 Leak Detection Detection ELLD 0.2 Energy Act No
Veeder Root/8590
Overfill Test Date  09/01/2022 ATG Type Series
DPLLD;Veeder
Root/TLS-450
Tank Code 09 Tank Installed : Cathodically - . Fiberglass .
Tank Age 26 Date 08/01/1996 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 999 Spill Test Date 09/02/2022 Date 09/23/2011 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . n Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 03/13/2020 Leak Detection Gauging 0.2 Detection :\r/|1ter_st|t[al Vapor Recovery No
onitoring
Capacity 30000 ATG Test Date Line Tightness — ,9,11/5009 SEFEMTETY TEMX R = (D 0.2 Energy Act No

Overfill Test Date 09/01/2022

Test Date

Leak Detection

ATG Type

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Detection

Facility Summary in Roosevelt County in the City of Wolf Point

Location: AGLAND COOP WEST
603 US Hwy 2
Wolf Point, MT 59201 Roosevelt

Facility Code: 27498
Last Inspected On: 06/15/2021

System Facility 1D:43-06866 Operating Permit Renewal Date: 06/15/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Agland Coop Wolf Point

Operator Contact: Vicky Boysun
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Owner/Operator: Agland Coop Wolf Point

Allen Richard, UST Class B Global Operator
Allen Richard, UST Class B Operator
Michael Pallvoda, UST Class B Operator
Nancy Sietsema, UST Class B Operator
Steven Long, UST Class B Operator

Vicky Boysun, UST Class A Operator

Report Created: 11/1/2022

06/01/1994

06/01/1994

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Page [19] of [24]



Report Created: 11/1/2022

06/01/1994

06/01/1994

06/01/1994

09/01/2022

Facility Summary in Roosevelt County in the City of Wolf Point

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450
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Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

Flapper Valve

Flapper Valve

Flapper Valve



Location: L M CLAYTON AIRPORT Facility Code: 27396
MT Hwy 13 Last Inspected On: 10/29/2021
Wolf Point, MT 59201 Roosevelt System Facility ID:43-00843 Operating Permit Renewal Date: 01/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City of Wolf Point

Operator Contact: Edward Bach;Tom Romo

Owner/Operator: City of Wolf Point

Edward Bach, UST Class A Operator
Edward Bach, UST Class B Operator
Tom Romo, UST Class A Operator
Tom Romo, UST Class B Operator

Tank Code 06 Tank Installed 5 fef : Fiberglass g
Tank Age 30 Date 11/01/1992 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 648 Spill Test Date  10/29/2021  Fiping Installed TELTIS Double-Walled ~ FIPINg None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
L Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Aviation Gas | PLLD Test Date Test Date 02/20/2013 Leak Detection Monitoring Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
iy 8000 AT Test DRl Test Date Leak Detection Detection By e No
Overfill Test Date  10/15/2021 ATG Type
Tank Code 07 Tank Installed . - . Fiberglass .
Tank Age 30 Date 11/01/1992 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 649 Spill Test Date  10/29/2021  RiPing Installed Ve Double-Walled ~ HIPING None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Diesel, Dyed PLLD Test Date Test Date 02/20/2013 Leak Detection Monitoring Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
CepaEy 4000 AT TSl DRl Test Date Leak Detection Detection SIS /- 6 No
Overfill Test Date 10/15/2021 ATG Type

Facility Summary in Roosevelt County in the City of Wolf Point
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Location: TOWN PUMP INC WOLF POINT
401 Cascade St
Wolf Point, MT 59201-1339 Roosevelt

Facility Code: 27530
Last Inspected On: 07/01/2021

System Facility 1D:43-08725 Operating Permit Renewal Date: 07/01/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: E-Z Supply Inc 4064976700
Operator Contact: Trent Biggers
Owner/Operator: E-Z Supply Inc
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code oo N B | Ball Float
Tank Age 37 Vatile sillizs 04/14/1985 Tank Material Cathodically Piping Material Steel Overfill Types Valve;Flapper
Date Protected Steel Valve
”””””””””””””” oo ... Pipinglstaled Tank  Piping . e
Tag Number 4774 Spill Test Date 07/01/2021 Date - oS Eem None AST No
Currently in Sump Tightness Catastrophic L.D Mechanical Line A . .
Tank Status Use MLLD Test Date 08/27/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
- n Statistical n n Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 06/22/2022 Test Date 07/01/2021 Leak Detection Inventory _ Detection Inventory ‘ Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation NS Roconciliation . [N
n Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/22/2022 Test Date 09/01/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
RoOOt/TLS-
. 350;Vaporless
Overfill Test Date ATG Type Manufacturing/Va
porless 99LD-
2000
Tank Code 02 ) Ball Float
Tank Age 37 Vel sl iz 04/14/1985 Tank Material Cathodically Piping Material Steel Overfill Types Valve;Flapper
Date Protected Steel Valve
”””””””””””””” oo ..  Pipinglnstaled  Tank  Piping . e
Tag Number 4775 Spill Test Date 07/01/2021 Date ConsiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Amy 5 Statistical . . Statistical
Product Gasoline PLLD Test Date 06/22/2022 1:2:({5;?;”9 € 07/01/2021 E;g‘(aéitzi?ilgn Inventory gggg{%slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
Capacity 12000 ATG Test Date  06/22/2022  =in€ TIORINess ;4. 55009 Serhlly Talils Seeaialy Py Energy Act No
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Test Date

Leak Detection

Detection
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Gilbarco-Veeder
ROOt/TLS-

350;Veeder
Root/8494 Series
WPLLD

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical

Inventory
Reconciliation
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Ball Float
Valve;Flapper
Valve

Statistical
Inventory No
Reconciliation

Flexible Plastic Ball Float Valve

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring



06/28/2002

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Ball Float Valve



